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DEFINITIONS

• “ENCLOSURE” MEANS AN UNINTERRUPTED CONSTRUCTED FEATURE OR OBSTACLE USED TO 
SURROUND AND SECURE AN AREA THAT IS INTENDED TO DETER OR EFFECTIVELY PREVENT 
UNPERMITTED, UNCONTROLLED, AND UNFETTERED ACCESS TO AN AQUATIC VENUE OR 
FACILITY. 

• IT IS DESIGNED TO RESIST CLIMBING (ABSENCE OF HANDHOLDS OR FOOTHOLDS) AND 

• TO PREVENT PASSAGE THROUGH IT AND UNDER IT. 



CONSTRUCTION REQUIREMENTS



HEIGHT
• MINIMUM HEIGHT IS 6 FEET 

FROM FINISHED GRADE TO TOP 
OF THE ENCLOSURE

***HEIGHT IS MEASURED FROM 
OUTSIDE THE ENCLOSURE



HEIGHT MIN 6 FEET



CHANGE IN GRADE



OPENINGS / SPACES

• MAXIMUM OPENINGS/SPACES IS 4 INCHES

• HORIZONTAL SPACE BETWEEN VERTICAL MEMBERS

• VERTICAL SPACE BETWEEN FINISHED GRADE AND BOTTOM OF ENCLOSURE



OPENINGS MAX 4 INCHES



VERTICAL SPACE UNDER FENCE 



ENCLOSURE CONSTRUCTED ABOVE A FIXED, 
PERMANENT SOLID SURFACE



FIXED, PERMANENT SOLID SURFACE



FENCE REMODEL 



FENCE REMODEL



FENCE REMODEL



HANDHOLDS AND FOOTHOLDS ARE PROHIBITED

• ANY DECORATIVE DESIGN ON THE EXTERNAL OF THE ENCLOSURE MUST NOT CREATE HAND 
OR FOOTHOLDS.

• AVOID DESIGNS WITH PROTRUSIONS, INDENTATIONS, AND CUTOUTS



HAND AND FOOTHOLDS



HAND AND FOOTHOLDS



HAND AND FOOTHOLDS



HAND AND FOOTHOLDS



MESH STYLE FENCE 

MAXIMUM OPENING 1-3/4 INCHES



OPENING MAX 1-3/4 INCHES



GATES/DOORS

• MIN HEIGHT IS 6 FEET ABOVE FINISHED GRADE

• MAX OPENINGS/SPACES IS 4 INCHES

• MIN HEIGHT OF SELF-LATCHING HARDWARE IS 42 INCHES
• FROM FINISHED GRADE TO BOTTOM OF HARDWARE, STRIKE 

PAD, ETC. 

• EQUIPPED WITH SELF-CLOSING AND SELF-LATCHING 
MECHANISM

• DESIGNED TO NOT PREVENT EGRESS IN EVENT OF AN 
EMERGENCY

***HEIGHT IS MEASURED FROM OUTSIDE THE ENCLOSURE



HOW SNHD MEASURES SELF-LATCHING HARDWARE



CYLINDER



LEVER



FOB SYSTEMS



COMMON HEIGHT ISSUES



SELF-CLOSING AND SELF-LATCHING

• MUST NOT HOLD OPEN AT ANY RANGE

• MUST SELF-CLOSE AT ALL RANGE

• MUST SELF-LATCH AT ALL RANGE

• HOW SNHD TEST GATES/DOORS

• FULLY OPEN

• 4 INCHES OPEN



PERMANENT LOCK

• MUST BE ABLE TO PERMANENTLY LOCK TO 
PREVENT PUBLIC/RESIDENT ACCESS

• HOW?



KEEP IN MIND

• EMERGENCY EGRESS FROM A BUILDING INTO THE ENCLOSURE IS PROHIBITED

• LIVING OR LODGING UNIT DIRECTLY INTO THE ENCLOSURE IS PROHIBITED



WINDOWS
MAX OPEN WIDTH IS 4 INCHES



WINDOWS



MINOR REMODEL APPLICATION SUBMITTAL PACKAGE

2. SPECIFICATIONS

• ENCLOSURE MATERIAL

• SELF-LATCHING HARDWARE

• GATES

• DOORS

• PERMANENT LOCKING HARDWARE WHEN 
ENCLOSURE IS CLOSED

3. PLANS
• NEW ENCLOSURE FOOTPRINT

• NORTH ARROW

• ALL GATES & DOORS
• SWING DIRECTIONS

• ALL BUILDINGS

• ALL WINDOWS

• FENCE PANEL/WALL DETAILS – TO SCALE OR 
SHOW ALL DIMENSIONS

• GATE/DOOR DETAILS – TO SCALE OR SHOW 
ALL DIMENSIONS



ENCLOSURE FOOTPRINT PLAN



FENCE DETAILS



GATE DETAILS



SNHD AQUATIC HEALTH PLAN REVIEW

LINDA NGUYEN
EMAIL: NGUYEN@SNHD.ORG
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